Abstract: This paper presents the results of a first investigation on the effects of lightning stroke on medium voltage installations' grounding systems, interconnected with the metal shields of the Medium Voltage (MV) distribution grid cables or with bare buried copper ropes. The study enables us to evaluate the distribution of the lightning current among interconnected ground electrodes in order to estimate if the interconnection, usually created to reduce ground potential rise during a single-line-to-ground fault, can give place to dangerous situations far from the installation hit by the lightning stroke. Four different case studies of direct lightning stroke are presented and discussed: (1) two secondary substations interconnected by the cables' shields; (2) two secondary substations interconnected by a bare buried conductor; (3) a high voltage/medium voltage station connected with a secondary substation by the medium voltage cables' shields; (4) a high voltage/medium voltage station connected with a secondary substation by a bare buried conductor. The results of the simulations show that a higher peak-lowering action on the lighting-stroke current occurs due to the use of bare conductors as interconnection elements in comparison to the cables' shields.
Introduction
In recent years, the effects of lightning discharge currents in electrical installations and in grounding systems have been extensively investigated in the scientific literature . In particular, electromagnetic phenomena have been modeled in detail by the authors, also taking into account the transient performance of a Lightning Protection System (LPS) . Lightning striking the external LPS of a building can be hazardous to humans due to the following factors:
• disruptive discharges in the insulation of electric components and devices; • significant voltages between any two points of buildings ground-termination systems; • high transient touch and step voltages in the building's area.
Despite the use of LPSs and/or Surge Protective Devices (SPDs), lightning phenomena are still capable of damaging devices directly grounded or inside the protected area. The analysis of over-voltages in a residence due to a lightning strike to the ground and the establishment of effective countermeasures of damage mitigation have also been carried out through simulation models. Furthermore, it is necessary to consider the ground potential rise (GPR) due to lightning strike to the ground near the residence for the lightning protection design [45] .
Even if the interconnection of ground electrodes belonging to different installations is a common technical practice for reducing the ground current and the voltage differences in case of ground fault [46] , the distribution of the lightning current among various interconnected ground electrodes is a very important issue to be investigated. A previous work [47] presented an analysis of lighting current distribution in transmission overhead electrical line towers and ground wires, investigating in particular the effects of stroke-current waveshape on the crest-current magnitudes distribution. In Reference [48] the authors describe the frequency and time domain performance of an electrical substation ground electrode injected by a lightning stroke. Advanced computational models were implemented to simulate the response of grounding electrodes subject to lightning currents. In particular, it has been demonstrated how the frequency dependence of soil resistivity and permittivity strongly affects the accuracy of the obtained results [49] . In Reference [50] a frequency-domain methodology, developed for the calculation of electromagnetic transients, was applied to evaluate the direct incidence of an atmospheric discharge onto a transmission electrical line and the resulting overvoltages along the line. The work in Reference [51] presented a very detailed field study on lightning-stroke effects on electrical lines in distribution grids, focusing on the mechanisms that produce distribution line faults. In Reference [52] the authors performed an analysis and experimental verification of abnormal temporary overvoltages in radial ungrounded or resonant neutral medium voltage (MV) networks in the case of single-line-to-ground (1LtG) faults in long aerial lines or mixed cable-aerial lines.
As already underlined, the distribution of lightning current among various interconnected ground electrodes is a very important issue to be investigated. To this aim, our paper presents the results of a first investigation on the effects of lightning strokes on MV installations' grounding systems, connected together with the metal shields of the MV distribution grid cables or with bare buried copper ropes. The study investigates the distribution of the lightning current among the interconnected ground electrodes in order to assess if the interconnection, normally established to reduce 1LtG faults current and the consequent GPR amplitudes, can give rise to dangerous situations far from the installation hit by a direct lightning stroke. In the following, after a description of the main modeling approaches and a brief introduction of the adopted simulation model, results related to four different effective application examples are reported and discussed:
(1) two secondary substations interconnected by the cables' shields; (2) two secondary substations interconnected by a bare buried conductor; (3) a high voltage/medium voltage station connected with a secondary substation by the medium voltage cables' shields; (4) a high voltage/medium voltage station connected with a secondary substation by a bare buried conductor.
The remainder of the paper is structured as it follows:
• Section 2 describes the mathematical approach used for simulating the interconnected ground electrodes injected by the direct lightning stroke; • Section 3 reports the four above-listed application examples; • Section 4, finally, contains the conclusion of the work and a description of the future research.
Methodology
One of the most used approaches, useful for calculating the current distribution in an interconnected grounding system, is the circuit method. This approach is very easy to use and to implement but its major concerns are related to the correct evaluation of the circuit parameters.
To this aim, Carson's theory helps to provide some simplified formulas useful in power system analysis in the presence of frequency components not over 5 kHz [53] [54] [55] . As an example, if all of the frequency components are not over 5 kHz, the distribution of the current I L among any number N of interconnected ground electrodes can be easily found with reference to the ladder circuit shown in Figure 1 , as done in Reference [56] . In Figure 1 , R E is the ground resistance of the substations' ground electrodes, Z S is the series impedance of the MV metal shields, Z ES is the ground impedance of the station, and Z EO * is the equivalent driving point impedance of the ground wires connected to the station's grounding grid. The above equivalent ladder scheme can be assumed valid in the presence of insulated ground wires interconnecting the ground electrodes, with the aim of considering the global grounding system (GGS) framework during a fault [57] . When the current I L in Figure 1 is due to a direct lightning stroke, and cable shields are used as interconnection elements, the major issues concerning the use of the circuit approach are related to the high frequency components in the frequency spectrum of the lightning current, which are up to several hundreds of kHz. In this case, suitable expressions for the circuit impedances cannot be straightforwardly obtained. In order to overcome this constraint, a full-wave electromagnetic approach in the frequency domain can be successfully used.
Keeping in mind the above considerations, electromagnetic transients in the interconnected systems, made both of grounding electrodes and aerial parts (if dealing with an external LPS) driven by the lightning current, can be evaluated using a modified version of the thin-wire electric field integral equation in frequency domain, proposed by the authors in Reference [44] :
where:
• I wire is the phasor of the axial conduction current in each wire of the interconnected structure; • Ω is the domain of integration (i.e., the aerial and earthed wires of the structure and related complex images which take into account the half-space problem [44] ); • L is the length of the wire under consideration; • µ is the magnetic permeability of the medium (air or soil); • . ε is the complex permittivity of the medium; • r and r are the position vectors of the observation and source points, respectively;
k is the wave number; • . z s is the surface impedance of a straight cylindrical wire;
• ω = 2πf is the angular frequency; • subscript "tg" indicates the evaluation of the tangential component (on the generic wire surface) of the electromagnetic quantities involved in Equation (1).
The previous equation is valid on the surface of each wire of the interconnected system. By imposing Equation (1) on a number of points on the surface of each wire, a linear system in the longitudinal unknown currents is obtained in the frequency domain. The solution of such a system for each frequency of the discretized Fourier spectrum of the lightning current source directly striking the wires structure enables us to obtain the frequency response of the whole wires system in terms of the selected electromagnetic quantities.
Time profiles are computed by using a discrete fast Fourier transform (DFFT) algorithm. As already outlined, this model takes into account coupling effects among aerial parts and ground electrodes. Therefore, it is possible to take into consideration both the insulated metal shield conductors and the grounding systems. The model has been tested and validated, as described in Reference [44] . The reader can refer to Reference [44] , in which the validation of the proposed model (i.e., the possibility of considering the mutual coupling among aerial structures and buried electrodes in fast transient lightning conditions) is performed by comparing the results with those previously measured and computed, and available in the technical literature.
Application Examples
The analysis was carried out by considering two different scenarios. In the first scenario (scenario 1), the ground electrodes are connected by the metal shields of the MV cables, while in the second scenario (scenario 2), a bare buried copper conductor is considered as the interconnection element between the grounding systems. Moreover, for each scenario, two sub-cases are simulated and discussed:
(1) a lightning directly striking an MV/LV substation connected to another MV/LV substation. For the first sub-case, two identical rectangular 3 × 6 m ground electrodes with four 1.5-m rods placed at the corners of the horizontal electrode are considered. This scenario is a typical for an MV/LV utility substations ground electrode. A current generator is supposed to directly inject the lightning current in one of the corners of the first electrode (Figure 2 ).
In the second sub-case, a square 60 × 60 m station's ground electrode is connected to an MV/LV substation ground electrode with the same features selected in the previous subsection. Also in this case, the injected point is placed in one of the corners of the first electrode ( Figure 3) .
The four cases, identified as scenario 1a,b, and 2a,b, are represented in Figures 2 and 3 . In both scenarios, only two interconnected grounding systems are considered, being the case that gives place both to the highest GPR and thermal solicitation of the interconnection element. Table 1 summarizes the electrical and geometrical data of the two ground electrodes used in the following simulations. The lightning peak current and the burial depth of the earth electrodes were set to be equal to 10 kA and 0.8 m, respectively. The adopted lightning current has a typical 1.2/50 µs/µs current time profile.
In the following, the results of the simulations for the four considered case studies are reported. It has been assumed that the grounding systems are interconnected by the metal shields of an MV line made by three standard single-core ARG7H1R 10/20 kV cables. This kind of cable, normally used for MV public distribution in Italy, has a copper shield with an equivalent cross-section equal to 6 mm 2 , thus the grounding systems are considered connected by an equivalent copper conductor with a cross section equal to 3 × 6 mm 2 . The electrical parameters of the equivalent interconnection elements are reported in Table 2 . Different situations have been investigated, by varying the value of the soil resistivity ρ and the distance d between the ground electrodes. By varying d, the metal shields input impedance varies, while the values are assumed for the resistivity influences of both the input impedance of the metal shields and the ground impedance of the interconnected ground electrodes.
In this first case, the equivalent metal shield, made by the three cables' shields connected in parallel, is insulated from the soil. Figure 4 shows the current flowing in the equivalent metal shield, for four values of the distance between the substations: 50 m, 100 m, 200 m, 500 m. For each distance the current is drawn for four different values of the soil resistivity: 100 Ω·m, 500 Ω·m, 1000 Ω·m, 5000 Ω·m, respectively. The most relevant differences are summarized in Table 3 , in which the peak currents I p for all the cases are reported. By considering the data shown in Table 3 , a set of values for the reduction factor of the equivalent metal shield was evaluated and is reported in the Table 4 . The classical definition of the reduction factor, as reported in IEC Std. 61936-1 [58] , is given by the rate:
• I S is the current in the metal shields (in the balanced stage); • I F is the 1LtG current. However, Equation (2) considers the root mean square values of the steady-state currents and is not applicable in the case of impulsive lightning currents. Therefore, for the present study the reduction factor was evaluated considering the peak current in the metal shields and the peak of the lightning-stroke current, even if the peaks do not occur at the same time.
The average reduction factor is r AVE = 0.56, thus it can be deduced, as expected, that the metal shields offer a low impedance path between the two grounding systems. Table 5 shows the values of the let-through energy (I 2 t) in the metal shields for all of the investigated cases. The values are below the withstand energy of the MV cables (K 2 S 2 ), evaluated according to IEC 61936-1 [58] and equal to 6.62 × 10 6 A 2 s. Figure 5 shows the time profiles of current flowing in the MV metal shields, by considering a soil resistivity equal to 100 and 5000 Ω·m, respectively. As it is shown in scenario 1a, these two very different values are considered the most significant, in order to provide evidence of the different behavior of the metal shield in connecting an HV/MV station and an MV/LV substation. The distance between the two installations was set to be 500 m. When a direct lightning stroke injects the HV/MV station, the majority of the current is injected into the soil by the station grounding system, whose lower ground resistance creates a preferential path for the leakage current.
It is worth noting that the current peak value flowing towards the MV/LV substation ground electrode is some percentage of the source current injected in the HV/MV station ground electrode: its value is equal about to 3% when the soil resistivity is set equal to 100 Ω·m, and equal about to 13% when the soil resistivity is set equal to 5000 Ω·m. This behavior is the same as that obtained in the case of a 1LtG fault, as expected [59] .
In this case the values of the let-through energy of the metal shields are even lower than those reported in Table 5 , therefore no significant thermal solicitation for the MV cables occurs. This situation becomes even more favorable when the grounding system of the station is connected to the metal shields of a large number of MV lines, as occurs in the technical practice.
Scenario 2a. Direct Lightning Stroke to an MV/LV Substation in an MV Line, Interconnection Realized by a Buried Bare Copper Rope
In Scenario 2 it was assumed that the grounding systems are interconnected by a copper rope buried in direct contact with the soil at the same depth as the ground electrodes. This situation can occur in the presence of a very high 1LtG fault current that is capable of damaging the MV cables' metal shields. In those cases, the Distribution System Operator (DSO) installs the rope to reduce the percentage of the fault current that is injected in the metal shields during the fault, thus protecting the cables' integrity. For the sake of simplicity, in this work the interconnection is considered realized only by the copper rope without considering the presence of the metal shields: this scenario may be useful for the setup of the heaviest design conditions of the horizontal buried wire. The electrical parameters of the rope are reported in Table 6 . Also in this case, the two subcases examined in Scenario 1a were simulated. In this case, contrary to the cables' metal shields considered in Scenario 1a, the buried rope behaves as an auxiliary ground electrode. Figure 6 shows the input and end currents in the copper rope, for a distance between the substations equal to 50 m and a soil resistivity varying from 100 Ω·m to 5000 Ω·m. Figure 7 shows the same currents for a distance equal to 100 m. Table 7 reports the peak currents I p for all cases. Similar trends can be found for distances equal to 200 m and 500 m. In each case, the current reaching the second grounding system is always lower than that injected in the buried rope. As expected, the difference between the input and the end currents is injected in the soil by the rope that behaves as an auxiliary electrode for the two interconnected substations. Analogous to the Scenario 1a, Table 8 reports a set of values for the reduction factor of the rope. The average reduction factor is r AVE = 0.28; thus, it can be deduced that a copper rope offers a very low impedance path between the two grounding systems and that this impedance value is lower than that in the case of interconnection achieved by the metal shields of the MV cables.
Finally, in this case, due to the injection of a part of the lightning-stroke current into the soil, the values of the let-through energy (I 2 t) in the rope for all of the investigated cases are almost 10% of those calculated in Scenario 1a in the presence of metal shields. The values are below the withstand energy of the rope (K 2 S 2 ), evaluated according to IEC 61936-1 [58] and equal to 62.6 × 10 6 A 2 s. Figures 8 and 9 show the time profiles of current flowing in the copper rope, by considering a soil resistivity equal to 100 and 5000 Ω·m and a distance between the two installations of 500 m.
In both figures, the input and the end currents in the rope are represented. In both cases, the rope is able to reduce the ground current at the station but it injects into the soil the whole current without any significant transmission towards the connected substation. It is worth to notice that, also in this scenario, the current peak value flowing towards the MV/LV substation ground electrode is some percentage of the source current injected in the HV/MV station ground electrode: its value is equal about to 11% when the soil resistivity is set to 100 Ω·m, and equal about to 44% when the soil resistivity is set to 5000 Ω·m.
Also in this case, the values of the let-through energy of the bare buried rope are even lower than those in Table 5 , therefore no significant thermal solicitation for the rope occurs.
Finally, in Appendix A the ground resistances for all the examined cases are reported.
Conclusions and Future Works
This study led to some important outcomes. When dealing with MV interconnected substations, the following results can be underlined:
• even though MV cables' metal shields have a small cross-section, they provide a significant path to the lightning current, towards close electrical installations; • the current flowing through the metal shields is influenced both by the distance between the grounding systems and by the soil resistivity. It ranges between 40% and 65% of the lightning current.
When the lightning stroke directly injects the ground electrode of an HV/MV station interconnected with an MV/LV substation, the majority of the current is injected into the soil by the station itself and a small current percentage flows towards the interconnected substation, if the ground electrodes are interconnected by cables' metal shields. If the interconnection is achieved by a bare buried rope, a higher percentage of the lightning-strike current goes towards but does not reach to the substation, as it is also injected into the soil.
As a general remark, the thermal solicitation of the cables must be taken into consideration. Even if a high transient current is involved, the fast transient phenomena characterizing the lightning stroke may allow a natural protection against the unacceptable heating of the MV cables and bare buried ropes. On the contrary, it is noteworthy that a 1LtG fault current having the same peak value of the lightning current considered in this study can be very dangerous for the insulation of the MV cables, being interrupted by the station's automatic circuit breaker in about 500 ms, i.e., in a greater time than that involved in transient lightning phenomena.
The above outcomes are very significant in the framework of the GGS. Indeed, a classical counter-argument to the GGS paradigm is that the interconnection between originally independent ground electrodes, although beneficial for the community, in some situations can lead to an increase of the risk level for end-users connected to the lower voltage level. This can be due, for example, to the transfer of dangerous potentials from HV/MV stations to unfaulted MV/MV or MV/LV substations. The dangerous potentials can arise due both to ground faults and to lightning currents from HV lines that, in the absence of interconnection, would not interest the grounding systems of the unfaulted substations. The study presented in this paper demonstrated that the risk increase due to potentials transfer between two interconnected ground electrodes following a lightning-strike current is practically null, especially when the interconnection is realized using bare rope buried directly in contact with the ground.
Moreover, the results obtained in the four examined scenarios are on the side of safety, given that in a real situation the number of interconnected ground electrodes is higher than two and, as a consequence, the lightning current usually splits into several parts. Therefore, the current transferred from the installation hit by lightning to another would be lower than any of the values calculated in this work.
In a future work, the same methodology will be applied to study the case of more interconnected ground electrodes in order to find suitable expressions of the driving point impedance offered by the chain of impedances, such as those shown in Figure 1 . Moreover, it will be challenging to investigate whether the methodology commonly used to simulate interconnected ground electrodes when 1LtG fault occurs could be also applied to lightning studies.
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